### Design Information
- **Fabricated Per UL-142 Specifications**
- **Double Wall Construction, 360° Wrap**
- **Openings Are Threaded Tank Flanges**
- **(P)** Indicates Primary Penetration
- **(S)** Indicates Secondary Penetration

### Inspection Information
- **Modern Welding Company**
- **Material:** Mild Carbon Steel (Unless Noted)
- **Internal:** Surface Prep - Clean of Debris, Coating - N/A
- **External:** Surface Prep - SSPC-SP6 (Chem Blast), Coating - White Epoxy

### Operating Information
- **Operating Pressure:** Atmospheric
- **Pressure Test:** 3-5 PSI

### Fitting Schedule
<table>
<thead>
<tr>
<th>Mark</th>
<th>Req'D.</th>
<th>Size</th>
<th>Type</th>
<th>Remarks</th>
</tr>
</thead>
<tbody>
<tr>
<td>H</td>
<td>1</td>
<td>2&quot;</td>
<td>FNPT</td>
<td></td>
</tr>
<tr>
<td>G</td>
<td>1</td>
<td>2&quot;</td>
<td>FNPT</td>
<td></td>
</tr>
<tr>
<td>F</td>
<td>1</td>
<td>6&quot;</td>
<td>FNPT</td>
<td>SEC E-VENT</td>
</tr>
<tr>
<td>E</td>
<td>1</td>
<td>4&quot;</td>
<td>FNPT</td>
<td>PRI E-VENT</td>
</tr>
<tr>
<td>D</td>
<td>1</td>
<td>2&quot;</td>
<td>FNPT</td>
<td></td>
</tr>
<tr>
<td>C</td>
<td>1</td>
<td>2&quot;</td>
<td>FNPT</td>
<td></td>
</tr>
<tr>
<td>B</td>
<td>1</td>
<td>4&quot;</td>
<td>FNPT</td>
<td></td>
</tr>
<tr>
<td>A</td>
<td>1</td>
<td>2&quot;</td>
<td>FNPT</td>
<td>MONITOR</td>
</tr>
</tbody>
</table>

### General Notes
- **Size:** 560
- **O.D.:** 48"  
- **Length:** 6'-6"  
- **Approx. Weight:** 1,800#

---

**Modern Welding Company, Inc.**

**UL-142 Double Wall AST**

**Tank Nom Capacity:** 560 Gallons

---

**Own By:**  
**Scale:** None  
**Date:**  
**Dwg Number:**

**Apr By:**  
**Job No:**  
**Sheet:** 1 of 1